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Field Team responds with:

Radio, Oxygen Monitor, Escape pack and

a spare detector head

Cautiously investigate

Check local readings

If, at any time during this procedure

a portable oxygen monitor reads 19.5%

or less: evacuate and report a “Cryogenic 

Emergency” to x3131

(see note below regarding false alarms)

Has stationary monitoring

equipment failed?

Determine failure if possible

Consult with expert as needed

Equipment repaired or replaced

YES

Cryo Emergency verified?

Evacuate to safe area

Ensure “Cryogenic Emergency”

reported via 3131

Notify MCR

Execute Cryogenic Emergency 

Emergency Response Procedure

YES

NO

Consult with expert

NO

Note: If an oxygen monitoring chassis loses power, 

each of its active channels will go into alarm.
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